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Organizational Unit:
Miles City Field Office

Assessed Facility:
Fort Howes Fire Station

	Finding Number
	Finding
	Date of Final Report
	Repeat

?
	Priority Level
	Safety RAC
	Recommendation
	Point(s) of 

Contact
	Last Reported

Status
	Current 

Status


	HMOSHA-01-001
	Flammable and combustible liquids are dispensed from, stored in, or transported in containers that are not OSHA- or DOT-approved for those purposes at Fort Howes.
	11/12/2001
	N/A
	N/A
	4
	A) Order Safe-T-Way jerrican-style safety cans as necessary to replace the plastic gasoline containers; B) Restrict the use of dolmars to the storage of fuel and oil for chain saw use only; C) Use Safe-T-Way jerrican-style safety cans for all other fueling operations; D) Transfer fuel from the plastic containers into Safe-T-Way jerrican-style safety cans, destroy the unapproved containers, and throw them in the trash; E) Educate field personnel on the importance of removing the nozzles from all portable gasoline containers and replacing caps, plugs, and bungs to properly close all containers when they are not in use; and F) Request the Forest Service to do the same with any of their fuel containers to prevent the storage of gasoline in, or the use of any improper containers.
	Ken Smihula
	Scheduled for implementation by September 30, 2002.
	

	HMOSHA-01-002
	Flammable and combustible materials are stored in the basement of the Dispatch Center.
	11/12/2001
	N/A
	N/A
	2
	A) Request that the Forest Service expedite the delivery of the temperature-controlled HAZMAT building; and B) Move all stored materials out of the basement now and then into the new building when it arrives.
	Ken Smihula
	Scheduled for completion by September 30, 2002.
	

	HMTRAN-01-001
	Propane cylinders requiring hydrostatic testing are stored in the gas house.
	11/12/2001
	N/A
	Class IB
	N/A
	A) When the cylinders require refilling, exchange them for new cylinders that are fitted with the new valves; B) Educate personnel on the need for periodic requalification of the cylinders; and C) As a BMP the CASHE Team recommends all new cylinders have the OPD valve.
	Ken Smihula
	Scheduled for implementation by September 30, 2002.
	


Organizational Unit:
Miles City Field Office

Assessed Facility:
Fort Howes Fire Station

	Finding Number
	Finding
	Date of Final Report
	Repeat

?
	Priority Level
	Safety RAC
	Recommendation
	Point(s) of 

Contact
	Last Reported

Status
	Current 

Status


	HWMIN-01-001
	Potentially excess and expired shelf-life hazardous materials are stored at Fort Howes.
	11/12/2001
	N/A
	Class IB
	N/A
	A) Promptly return excess materials to the vendor for credit whenever possible (e.g., when planned projects are canceled); B) Provide a temperature controlled storage shed; and C) Turn excess or unusable hazardous materials into the Zone HAZMAT Coordinator for reuse or proper disposal.  [Note:  The Zone HAZMAT Coordinator will determine whether the materials can be used by another facility, and if not, will arrange for their disposal.]
	Ken Smihula
	Excess and expired shelf-life hazardous materials have been minimized, however, provision of a temperature controlled storage shed is unscheduled.
	

	OSHA-01-001
	Fort Howes personnel are entering confined spaces that have not been evaluated for hazards.
	11/12/2001
	N/A
	N/A
	2
	Request that the Forest Service: A) Immediately lock closed and label confined spaces "DANGER - PERMIT-REQUIRED CONFINED SPACE, DO NOT ENTER;" B) Extend the stems so that the water lines can be manipulated from the surface or install valves that can be opened with a key; and C) Contract for water line maintenance; or D) Perform atmospheric testing and determine and document the type of confined space found at the vault; E) If no atmospheric hazards exist, reclassify the vault as non-PRCSs; F) If there is an atmospheric hazard, contract for any work needed in the vault or implement a confined space entry program, and G) If work in the vault is contracted out and the vault is classified as permit-required, inform the contractor of the hazards and require entry in accordance with 29 CFR 1910.146(c)(8)(i)-(iii).
	Ken Smihula
	Scheduled for implementation by September 30, 2002.
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	OSHA-01-005
	Electricity is provided to the break room pool table light by an extension cord that is run from the wall.
	11/12/2001
	N/A
	N/A
	3
	A) Request that the Forest Service install a permanently wired receptacle for the pool table light; and B) Remove and store the unused extension cord.
	Ken Smihula
	Scheduled for completion by September 30, 2002.
	

	PW-01-001
	There is a floor drain in the Dispatch Center paint room where hazardous materials are stored.
	11/12/2001
	N/A
	Class IB
	N/A
	Install a mechanical plug in the floor drain.
	Ken Smihula
	Scheduled for completion by September 30, 2002.
	

	PW-01-002
	The water well in the basement paint room is not used and needs to be properly abandoned.
	11/12/2001
	N/A
	Class IB
	N/A
	Request that the Forest Service properly abandon the well at Fort Howes in the Dispatch Center basement in accordance with all applicable State regulations.
	Ken Smihula
	Scheduled for completion by September 30, 2002.
	

	PW-01-003
	The Fort Howes drinking water system does not meet engineering standards for a spring development intended for human use and is difficult to maintain properly.
	11/12/2001
	N/A
	Class IB
	N/A
	Request that the Forest Service do the following:  A) As a short term measure, begin providing bottled drinking water in the bunk houses, residences, and Dispatch Center; and B) Post signs at all applicable locations reading "NON-POTABLE WATER - DO NOT DRINK;" C) Contact MDEQ and arrange for the State to conduct a sanitary survey of the Fort Howes water system and implement their suggestions; or D) Because the water is being used by local residents, arrange to transfer the water system to Powder River County for their management.
	Ken Smihula
	Bottled water is provided in the bunk houses, residences, and Dispatch Center; however, discussions with the Forest Service regarding replacement of the treatment system is ongoing.
	

	SPCC-01-001
	A Spill Prevention, Control, and Countermeasures (SPCC) Plan has not been prepared and implemented for Fort Howes.
	11/12/2001
	N/A
	Class IC
	N/A
	Request the Forest Service to do the following: A) Prepare and implement an SPCC Plan; and B) Provide required spill response equipment; and C) Provide training on the plan.
	Ken Smihula
	In progress. No scheduled implementation date provided.
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	SPCC-01-002
	The aboveground storage tanks (AST) located at Fort Howes are not equipped with all of the required spill prevention and safety features.
	11/12/2001
	N/A
	Class IB
	N/A
	Request the Forest Service to do the following:  A) Install a whistling vent alarm; B) Contact the Fire Marshall to provide written approval of the tanks as they are currently equipped (i.e., without the high-level alarm or positive shutoff valve); and C) If the Fire Marshall will not provide a written permit for the tanks as they are currently equipped, install the required devices.
	Ken Smihula
	In progress. No scheduled implementation date provided.
	

	WW-01-001
	The wash rack at Fort Howes constitutes an unpermitted discharge to navigable waters.
	11/12/2001
	N/A
	Class IB
	N/A
	A) Request that the Forest Service contact MDEQ to determine if this type of discharge would be permitted and if so, to follow MDEQ’s guidance through the permitting process; or B) Discontinue vehicle washing on the wash rack, remove the grate and fill the sump in with concrete to eliminate the origination of a point source discharge from the wash rack; C) Wash vehicles on grassy areas or gravel at the facility, rotating the locations if necessary to avoid saturating a site and/or creating channels for the wastewater to reach navigable waters; and D) Monitor for and arrange for the mitigation of noxious weeds growing at wash locations.
	Ken Smihula
	No status provided.
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